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INTERCONNECTING WIRING TO APPLIANCE MUST CONFORM TO THE NATIONAL ELECTRICAL

THERMAL FUSE WIRING MUST BE REPLACED WITH UL OR CSA (IF CANADA) APPROVED
UL OR CSA (IF CANADA) APPROVED WIRE, 18 GAUGE, 600V, 105 C TEMPERATURE RATING.
IF ORIGINAL FACTORY WIRING MUST BE REPLACED, INSTALLER MUST SUPPLY

CODE OR SUPERCEDING LOCAL (WIRING) CODES.

WIRE, 18 GAUGE, 600V, 125 C TEMPERATURE RATING..
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NOTE:  When connecting a
remote control to the MiniMax
Plus, you must install the low
voltage thermostat wires in
separate conduit from ANY
line voltage wires. Failure to
follow these instructions will
cause the thermostat relay to
react erratically..

3 Wire Remote

2 Wire Remote

MiniMax Plus Electronic Ignition Wiring Instructions


